The development of a current and temperature monitoring optical device intended to be used in high-voltage environments, particularly transmission lines, is presented. The system is intended to offer not only measurement reliability, but to be also practical and light weighted. Fiber Bragg gratings (FBGs) are employed in the measurement of both physical parameters: the current will be acquired using a hybrid sensor head setup-an FBG fixed on a magnetostrictive rod-while a single-point temperature information is provided by a dedicated grating. An inexpensive and outdoor-suitable demodulation method, such as the fixed filter technique, should be used in order to improve the instrumentation robustness, avoiding expensive and complex auxiliary electronics. The preliminary results for laboratory tests are also discussed.
Introduction
Unfailing measurements in power systems are obligatory in various situations, such as in substations, in oil industry, and in power transmission [1, 2] . Particularly, parameters of transmission lines such as temperature and conductor current should be monitored, providing important data for ampacity assessment [2] . Though, usual instrument transformers in electric power facilities present significant size, besides being heavy. Numerous optical current sensing devices that make use of the Faraday effect have been discussed, since optical systems frequently offer a wider dynamic range, lighter weight, improved safety, and electromagnetic interference immunity [3] , due to the intrinsic insulating aspects of optical fibers.
Nevertheless, some drawbacks can be mentioned; the Faraday Effect, besides requiring complex compensation techniques, also demands expensive auxiliary electronics, maintenance, and specially designed optical fibers to become reliable. So far, optical fiber sensors (OFSs) have been highly employed in environments where the use of electrical sensors is not reliable or may create unsafe circumstances. What makes this possible is the use of fiber Bragg gratingsintrinsic optical fiber sensors which are, frequently, wavelength demodulated, requiring the use of a piece of equipment called optical spectrum analyzer (OSA) [4] . Despite its reliability, the wavelength demodulation procedure implies the use of high-cost equipments to attend the high spectral resolution monitoring requirements, a rather restrictive aspect for outdoor monitoring.
Quite a few designs of hybrid optical current sensors have been presented; some of which explore the magnetostrictive actuation of a ferromagnetic rod over a fiber Bragg grating, which is attached to this material [5, 6] . Still, commonly proposed demodulation techniques are expensive or not suitable for a prolonged operation in harsh environments. The first development stages of an optical current transducer are discussed in the first part of this paper. A laboratory test device for Terfenol-D, an alloy that presents a positive magnetostriction, is shown, and the designed magnetooptical sensor head is tested.
Subsequently, the temperature measurement section of the system is presented. An FBG is employed as a fixed spectral filter; this filter works as a spectral response interrogator Journal of Sensors of a sensing FBG, which is submitted to an induced and controlled temperature variation. Simulations are carried out during this study, and after that a single-point measurement system is investigated. Such optical system has the potential to reduce the costs of an optical fiber sensing arrangement, enabling the measurement of dynamic parameters where high voltage levels are present.
Theory and Background

Optical Fiber Bragg Gratings
Theory. Fiber Bragg gratings are simple and passive devices, which consist of modulations of the refractive index (RI) of the core of optical fibers. This technology is one of the most popular choices for optical fiber sensors for strain or temperature measurements due to their simple manufacturing and due to the relatively strong reflected signal. The term fiber Bragg grating was borrowed from the Bragg law and applied to the periodical structures inscribed inside the core of conventional telecom fiber.
Bragg diffraction occurs for an electromagnetic radiation when wavelength is of the same order of magnitude of the atomic spacing, if incident upon a crystalline material. In this case, the radiation is scattered in a specular fashion by the atoms of the material and experiences a constructive interference in accordance to Bragg's law. For a crystalline solid with lattice planes separated by a distance , the waves are scattered and interfere constructively if the path length of each wave is equal to an integer multiple of the wavelength. Figure 1 shows this idea, and Bragg's law describes the condition for constructive interference from several crystallographic planes of the crystalline lattice separated by a distance :
where is the incident angle, is an integer, and is the wavelength. A diffraction pattern is obtained by measuring the intensity of the scattered radiation as a function of . Whenever the scattered waves satisfy the Bragg condition, a strong intensity in the diffraction pattern is observed, known as Bragg's peak. So, after the inscription of the grating into the optical fiber core, due to the periodic modulation of the index of refraction, light guided along the core of the fiber will be weakly reflected by each grating plane according to the Fresnel effect. The reflected light from each grating plane will join together with the other reflections in the backward direction. This addition may be constructive or destructive, depending on whether the wavelength of the incoming light meets the Bragg condition described by (1) . Now, according to (1), since = 90 ∘ and d is the distance between peaks of the interference pattern, = 2 for = 1 is the approximate reflection peak wavelength. That is, the fiber now acts as a dichroic mirror, reflecting part of the incoming spectrum. Equation (1), developed for vacuum, has to be adapted for silica, since the distances traveled by light are affected by the index of refraction of the fiber:
Therefore, the Bragg wavelength ( ) of an FBG is a function of the effective refractive index of the fiber ( eff ) and the periodicity of the grating (Λ). Essentially, any external agent that is capable of changing Λ will displace the reflected spectrum centered at Bragg's wavelength. A longitudinal deformation, due to an external force, for instance, may change both Λ and eff , the latter by the photoelastic effect and the former by increasing the pitch of the grating. Equally, a variation in temperature can also change both parameters, via thermal dilation and thermooptic effect, respectively.
Therefore, an FBG is essentially a sensor of temperature and strain but, by designing the proper interface, many other measurands can be made to impose perturbation on the grating resulting in a shift in the Bragg wavelength, which can then be used as a parameter transducer. Therefore, by using an FBG as a sensor one can obtain measurements of strain, temperature, pressure, vibration, displacement, and so forth.
In order to calculate the sensitivity of the Bragg wavelength with temperature and strain, (2) must be used. Notice that the sensitivity with temperature is the partial derivative with respect of temperature :
Using (2) and (3),
The first term is the thermal expansion of silica ( ) and the second term is the thermooptic coefficient ( ) representing the temperature dependence of the refractive index ( / ). Thus,
The sensitivity with strain is the partial derivative of (2) with respect to displacement:
Substituting twice (2) in (5),
The first term in (7) is the strain of the grating period due to the extension of the fiber. If a stress of Δ is applied, then a relative strain of Δ / the FBG is obtained. At the same time if the FBG has a length FBG it will experience a strain Δ FBG / FBG , but since the FBG is inscribed in the fiber, then Δ FBG / FBG = Δ / . The Bragg displacement with extension equals the displacement of the grating period with the same extension; therefore, the first term in (7) is the unit.
The second term in (7) is the photoelastic coefficient ( ), the variation of the index of refraction with strain.
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In some solids, depending on the Poisson ratio of the material, this effect is negative; that is, when a transparent medium expands, as an optical fiber for instance, the index of refraction decreases due to the decrease of density of the material. Then, when an extension is applied to the fiber, the two terms in (7) produce opposite effects, one by increasing the distance between gratings and thus augmenting the Bragg wavelength and the other by decreasing the effective RI and thus decreasing the Bragg wavelength. The combined effect of both phenomena is the classical form of the Bragg wavelength displacement with strain:
where FBG is the longitudinal strain of the grating. Combining (5) and (8), the sensitivity of the Bragg wavelength with temperature and strain is obtained [8, 9] :
where Δ is the Bragg wavelength shift, is the photoelastic coefficient ( = 0.22), FBG is the strain, Δ is the temperature variation, is the silica thermal expansion coefficient (0.55 × 10 −6 ∘ C −1 ), and is thermooptic coefficient (8.6 × 10 −6 ∘ C −1 for Ge-doped silica optical fibers).
Thus, the theoretical grating sensitivities to temperature and strain, at the wavelength range of 1550 nm, after substituting the constants in (9) are
These theoretical values, presented in (10), though, are not absolute as each FBG will present slightly different sensitivities according to the manufacturing procedure, even for the same fabrication batch.
The Magnetostrictive Phenomenon.
Magnetic materials present magnetostriction, a phenomenon in which the material suffers a strain due to the application of a magnetic field; that is, the magnetic sample shrinks (negative magnetostriction) or expands (positive magnetostriction) in the direction of magnetization [10] . Thus, magnetostrictive materials (MM) convert magnetic energy into mechanical energy, and the inverse is also true; that is, when the material suffers an external induced strain its magnetic state is changed. A typical length variation curve showed by a Terfenol-D rod when submitted to a magnetic field is presented in Figure 2 (a), where in region A the saturation state has been reached. The strain characteristic showed in Figure 1 was obtained for a Terfenol-D rod, an alloy composed by iron, terbium, and dysprosium (a giant magnetostrictive material-GMM-) with dimensions of 80 mm × 10 mm × 10 mm, which is presented in Figure 2 (b). The material was submitted to a longitudinal magnetic field, generated by a laboratory electromagnet.
As it can be seen in Figure 2 (a), when the field direction is reversed, that is, the field is negative (e.g., when alternating magnetic fields are being employed), a strain with the same signal which would be obtained with a positive field is achieved. Thus, symmetric magnetic fields cause the same kind of strain (rectified response), and the resulting curve has a shape that is recalled a butterfly, and is in this way nicknamed. Figure 3 : Concept of the fixed filter demodulation method (adapted from [7] ).
The Fixed Filter Demodulation
Technique. Usually, two fiber Bragg gratings are used in simple measurement systems that employ the fixed filter technique. Beside the sensor FBG, a second grating called the filter FBG serves to interrogate the sensor FBG spectral response. When using this method, in addition to a pair of gratings, a broadband optical source and a photodetector are also needed for a practical implementation. Thus, the measurement information is obtained by exploring the reflected optical power, represented by the intersection region in Figure 3 [7] . This reflected power varies as the spectrum characteristic of the sensor FBG changes; as a result the fixed-filter approach requires a dedicated optoelectronic setup for each sensor [7] .
Electrical Current Measurement Subsystem
FBG Attachment
Procedure. The proposed current sensor subsystem is based on the sensitivity of the magnetostrictive material to the magnetic field-which is created by an electrical current in a conductor-and on the sensitivity of Bragg gratings to strain. Namely, when the dimensions of a MM are changed by a magnetic field this strain is transmitted to the attached FBG, enabling the measurement. On the other hand, Bragg gratings also present a sensitivity to the temperature variation, which influences the overall sensor operation.
A fiber Bragg grating was fixed to the Terfenol-D rod using a commercial cyanoacrylate adhesive, after the cleaning of the surface. The FBG is also prior stretched, a procedure which will allow the monitoring of magnetoelastic elongations and compressions that the material suffers when submitted to AC magnetic fields. A stretching device is applied to the fiber during the bonding procedure while an FBG interrogator was used to monitor the Bragg wavelength shift (the schematic is presented in Figure 4 ). In Figure 5 , a schematic view of the attachment is presented. 
Laboratory Test Device.
With the purpose of investigating the magnetostrictive characteristics of the Terfenol-D samples and to inspect the proper attachment of the grating over the rod, a coil was constructed, enabling the excitation of the magnetooptical transducer with DC currents. This testing system consists of a driving circuit and an exciting coil, fed with DC electrical currents, therefore providing a scheme for the magnetostrictive activation. The driving circuit- Figure 5 (a) is a DC power supply, composed of a three-phase variable transformer, a threephase full bridge rectifier, and an LC filter ( -configuration), which greatly reduces the ripple voltage at the load (the load is electrically modeled by an inductor in series with a resistor). A number of PSCAD simulations were carried out aiming to obtain an optimized configuration for the DC power supply, given the following aspects: (A) the ripple voltage at the load must be low, (B) it must be possible to build the LC filter using commercial capacitors and an inductor with a feasible value in henries.
A high-efficiency exciting coil model is proposed [11] , which provides a magnetic field given by where COIL is the Fabry factor (or geometry factor), is the number of turns, is the electrical current, 1 is the coil inner radius, the magnetostrictive rod length, is the ratio between the coil outer and the inner radii ( = 2 / 1 ), and 2 is the coil outer radius.
This coil geometry provides a substantial magnetic field strength, however, at the expense of a high number of turns. Several aspects must be considered when setting up the exciting coil, such as the number of coil turns, types of available wire gauge, maximum electrical current, power dissipation. There must be a trade-off between these aspects in order to attain a reliable system operation.
For an exciting coil designed using AWG-21 wire, 1 = 0.0105 m, 2 = 0.0163 m, = 9 A, and = 880, one can obtain COIL = 0.113 and a theoretical magnetic field intensity of approximately 118 kA/m (1500 Oe). An exciting coil employing these parameters presents a theoretic inductance = 5.6 mH and a resistance of 3.1 Ω. Thus, considering that there are two 10.000 F capacitors and a 1 mH inductance available for the LC filter setup, the testing circuit shown in Figure 6 (a) is achieved. The simulated load DC current waveform, using a PSCAD model, is shown in Figure 6 (b).
Current Sensor Thermal
Response. In monitoring applications, when the strain information is a part of the transduction process, the thermal behavior of the measurement system must be known since most current measurements are done outdoors. These data can be later applied to compensate temperature drifts. In order to submit the gratings attached to Terfenol-D rod to a wide temperature range, a testing setup composed of a thermal shaker and a 2000 mL beaker with water, where the sensor is immersed, was used.
Considering that the fixation of the Bragg gratings over the surface of the rod is ideal, the strain over the optical fiber developed during the experiment is due to the magnetostrictive material linear thermal expansion, that is, . Thus,
where is the MM linear thermal expansion coefficient. For strain measurements, taking into account the Bragg wavelength expression showed in [12] , obtained manipulating (9) , one has
where Δ is the Bragg wavelength shift, is the Bragg wavelength at the beginning of the test, is the gauge factor ( = 0.78), Δ is the temperature variation, is the silica thermal expansion coefficient, and 1/ ⋅ ( / ) is the temperature dependence of the refractive index (RI).
Therefore, using (12) , and (13) one can obtain
which is the theoretical thermal sensitivity of the optomechanical sensor is given by (14) . In this particular case, 
where is the integration constant for the indefinite integral. Considering the Bragg wavelength just after the stretching process as the initial condition = 1540.093 nm ( = 25 ∘ C) and using (16):
Hence, the theoretical thermal sensibility for the Terfenol-Dbased setup is
In Figure 7 , the measured responses, when the current sensor head is submitted to a temperature variation range of approximately 60 ∘ C, are presented. For comparison purposes, a tendency line that adjusts the experimental data and the calculated theoretical thermal sensitivity is also shown.
Experiments and Results.
The setup was exposed to the magnetic field generated by the current in the exciting coil. The transducer is positioned in the core of the exciting coil, which is mechanically supported by a PVC tube. Considering this arrangement, a current range of 0-27 A was delivered to the load, while the Bragg wavelength shift and the transducer temperature were monitored. This maximum current value was limited by the variable transformer capacity.
Four measurement cycles were carried out, and the obtained curves are presented in Figure 8 . A tendency line that adjusts the data and its equation, the theoretical values of the magnetic field and the temperature of the rod during the experiment, are also presented, as well as error bars accounting for the temperature influence over the measurements. Knowing the sensor thermal behavior (Section 3.3) and the temperature during the experiment, it is possible to obtain the Bragg wavelength shift (BWS) due to the temperature variation and employ this information to acquire the measurement error information concerning thermal effects.
The Bragg wavelength for the Terfenol-D-based prototype shows a positive magnetostriction, and the Bragg wavelength increases as the current increases. During the experiments disregarding the temperature effects on the response, the Terfenol-D-based transducer showed an average Bragg wavelength shift range of 0.449 nm for a current variation range of 27 A. However, considering the temperature effects through the tendency lines obtained during the temperature compensation experiments (shown) in Figure 7 , this influence has to be taken into account. Thus, in this case, the current transducer showed an average Bragg wavelength shift range of 0.417 nm (Table 1 ). This happens because as the current in the coil is increased the environmental temperature is also increased, due to heat dissipation; consequently, when the temperature influence is removed, the actual Bragg wavelength shift range due only to the magnetostrictive actuation is obtained. Namely, the displacement of the Bragg wavelength due to strain alone is the total displacement observed minus the displacement due to temperature alone. This approach is valid in a laboratory experiment, since it is possible to electrically measure the temperature drift. But, this is not always the case since the local of interest is a high-voltage environment or a place with a high EMI is present. A more elegant way to measure the temperature variation is by the use of another FBG on the same fiber, protected against strain and at the same temperature as its neighbor [3] . The two FBGs will be in the same fiber-optic and will provide two different Bragg reflections, one dependent on strain and temperature and the other dependent only on temperature for compensation.
From (3), we have for the first FBG:
where Similarly, for the other FBG, we have
where
But since this FBG is strain free, the first term in (23) will not exist and 2 equals zero. Equations (19) and (23) can be written in matrix form:
Equation (25) is called the wavelength shift matrix because its solution gives the wavelength displacements of both FBGs as a function of temperature and strain. However, we need to find the sensing matrix that gives us the strain and temperature as a function of the wavelength displacement of each FBG. To do so, we multiply both sides of (25) by the inverse of the 2 × 2 matrix and get
Inverting the 2 × 2 matrix, we have the sensing matrix:
In (27), one can notice that if for instance, if the two FBGs had the same coefficients and Bragg wavelength reflection and would, therefore, displace equally. Notice that (20) and (23), as well as (21) and (24), respectively, differ only by the Bragg wavelength. So, to avoid the redundancy in (27) one can use FBGs with Bragg peak reflections wide apart. Now, solving (27) for strain and temperature:
Equation (29) gives the real strain of FBG 1 as measured by Δ 1 , compensated against temperature variation measured by Δ 2 . Equation (30) gives the temperature of the sensors. It can be used for further compensation, as, for instance, the thermal dilation of the metallic parts of the setup.
AC Measurement and Tunable Filter Demodulation.
The feasibility of measuring DC currents using a setup composed by an FBG and a magnetostrictive material has been explored so far. An outdoor and practical demodulation scheme should be also explored, in order to provide AC current measurements as well. For a preliminary approach, a Fabry-Perot tunable filter configuration [13, 14] was employed to simulate the filter FBG shown in Figure 3 . Besides its moderate cost, the FabryPerot tunable spectral filter demodulation scheme acts as a useful tool to investigate the feasibility of filter FBGs when demodulating current measurements.
In this sense, the optical setup shown in Figure 9 is employed to demodulate AC current signals, using the FabryPerot interferometry and a photodetector-amplifier circuit. The light from the amplified spontaneous emission (ASE) optical source reaches the FBG through the optical circulator (connectors 1 and 2), and the reflected signal, from connector 3, reaches the Fabry-Perot tunable filter. In this demodulation technique, the signal that reaches the photodetector is an intersection between the sensor and the filter spectra, and the electrical signal from the photodetector is amplified and monitored using an oscilloscope. In this particular setup, the activating coil is directly driven by an AC signal from a variable transformer.
As it can be seen in Figures 10 and 11 (which consist of pictures saved from the oscilloscope), two AC current signals, with different magnitudes, were applied to the coil, using the variable transformer. Indeed, the same current transformer described in Section 3.2 was used; however, only one phase was connected to the coil terminals. In Figures 10 and 11 , the yellow signal is the reference current, acquired by a current probe, and the blue signal is the current measured by the developed sensor head. Note that in each oscilloscope screen the amplitudes of the signals and the signal frequency from the developed sensor head are presented. In Figure 10 , since the used current probe provides a 10 mV/A output, the current magnitude is AC,RMS = 10.2 A, which corresponds to a photodetectoramplifier voltage output of approximately 5.51 mV (RMS). In Figure 11 , the current magnitude is increased; thus, we have a reference current magnitude of AC,RMS = 20.8 A, which corresponds to a photodetector-amplifier voltage output of approximately 19.6 mV (RMS). The developed sensor head signal presents some important features. First, as it can be inferred form Figures 10 and 11 , the sensor head signal shows distortions, due, essentially, to an already distorted driving signal and due to the intrinsic hysteresis present in magnetostrictive materials.
Second, note that the sensor head output signal presents a frequency of approximately 120 Hz, twice the driving signal frequency (the frequency of the power grid in Brazil is 60 Hz). Recalling the Terfenol-D strain characteristic from Figure 2 (a), one can see that a negative magnetic field produces the same elongation in the magneostrictive material as a positive magnetic field would; thus, a rectified output response is obtained; if a nonrectified response is desired a permanent magnetic bias scheme must be provided.
Temperature Measurement Subsystem
4.1. Optical Setup. Two FBGs, inscribed in Ge-doped singlemode optical fibers, were used. Their choice was defined in such a way that there should be a reflected spectra intersection; however, the Bragg wavelengths should not be the same. The nominal Bragg wavelength of the sensor FBG was 1538 nm, while that one for the filter FBG was 1540 nm, both values at = 23 ∘ C. To carry out the fixed filter demodulation technique analysis, the reflected spectrum from both gratings must be known. In the arrangement used to obtain the spectrum (Figure 12 ), we applied an ASE optical source, a 2 × 1 coupler and an optical spectrum analyzer. The used ASE was a broadband optical source (model FL7002 from Thorlabs), which has a continuous emission spectrum between 1530 nm and 1610 nm and an optical power peak of 20 mW that is guided outwards through a SMF-28 silica single-mode optical fiber. The employed OSA (model MS9710C from Anritsu) can characterize signals with wavelengths between 600 nm and 1750 nm. The required arrangement for a single-fixed filter demodulation technique experiment is shown in Figure 13 , where the previously mentioned ASE, an optical circulator, a 2 × 1 coupler and an optical power meter (PM) were also employed. Yet, the employed optical power meter was a piece of equipment based on an InGaAs photo-detector (model FPM-8200, ILX Lightwave), with sensitive bandwidth of 800-1600 nm.
FBG Spectra and Modeling.
Using the arrangement shown in Figure 12 , the reflected spectra of both chosen FBGs can be characterized, and these data can be later employed in computational simulations. The acquired spectral data can be saved and taken to a numerical computing environment such as MATLAB for further studies. As it can be seen in Figure 14 , = 1582.2 nm for the sensor FBG and = 1540.4 nm for the filter FBG ( = 23 ∘ C). In our study, the sensor FBG is submitted to a simulated temperature variation whereas the filter FBG is maintained at constant temperature. Nevertheless, for an accurate computational depiction of the sensor FBG thermal sensitivity, an experiment in which this sensor is submitted to a temperature variation was carried out. Therefore, submitting the FBG to a temperature variation range of approximately 50 ∘ C the Bragg wavelength shift can be attained, thus providing the required information to be used in our simulations. In order to do so, the arrangement shown in Figure 12 and a thermal shaker ( Figure 15 ) were employed. The sensor FBG was immersed in a beaker filled with water and then heated, such as the procedure described in Section 3.3.
As a result, the obtained thermal sensitivity was approximately 10 pm/ ∘ C. Using this value, we can simulate an increasing environmental temperature shift; as the temperature increases the Bragg wavelength also shifts in a way that both spectra become even more superimposed. Consequently, as the superimposition increases, also does the optical power that theoretically is being measured, justifying the choice for a sensor FBG with a Bragg wavelength smaller than that of the filter FBG at = 23 ∘ C. The simulation results are depicted in Figure 16 , where a thermal variation range of 120 ∘ C (from 23 ∘ C up to 143 ∘ C) was proceeded; and the sensor FBG spectrum for different given temperatures is presented and compared to the filter FBG spectrum, which does not suffer any environmental influences. So, as the intersection area between the two spectra increases (the sensor FBG spectrum shifts to the right) as the temperature increases, the optical power response also changes, as it can be inferred from Figure 17 , where the intersection responses of the sensor and filter FBG spectra, for each simulated temperature, are shown.
So, the areas under the curves showed in Figure 17 have a direct relation with the temperature shift. At that time, a computational integration for each response curve can be carried out, providing a linear relationship between the optical power and the temperature shown in Figure 18 (a tendency line obtained by linear regression and the correlation coefficient are also presented).
Experiments and Results.
The experimental setup showed in Figure 13 was assembled, and the sensor FBG was submitted to an actual temperature variation through the heating arrangement shown in Figure 15 . Even being spectrally less accurate, a power meter is suitable for optical power measurements. In this sense, dynamic and immediate measurements can be made, and as the grating was submitted to a temperature variation range of 65 ∘ C (15 ∘ C up to 80 ∘ C) the optical power values provided by the power meter were recorded. These results are shown in Figure 19 , where a tendency line adjusts the data.
As it can be inferred from Figure 19 , the system response in terms of optical power presents a linear relationship according to temperature variations, in agreement with the simulation results. Yet, a set of three measurement cycles was employed, in order to investigate the system hysteresis and its repeatability. These results are presented in Figure 20 , where in the first two temperature variations the measurement setup was just heated, while during the third experimental stage the temperature was increased and then decreased. 
Conclusions and Future Works
The Bragg wavelength for the Terfenol-D-based transducer increases as the current increases, once this material presents a positive magnetostrictive coefficient; during the experiments the magnetooptical current transducer showed an average Bragg wavelength shift range of 0.449 nm for a 27 A range. Thus, this rare-earth alloy is a suitable material to be used in current monitoring transducers; yet, it shows an improved response for this specific current range, since it is a giant magnetostrictive material. Considering the temperature effects on the Bragg wavelength drift, the current transducer showed an average Bragg wavelength shift range of 0.417 nm. The temperature compensation method used in laboratory experiments, which is similar to the reference FBG method, was indeed able to meet the indoor measurement needs, since it is a rapid, practical, and inexpensive procedure. However, since the ultimate local of interest is a highvoltage environment or a place with a high EMI is present, a more elegant way to measure the temperature variation is discussed, using a second FBG on the same fiber, protected against strain and at the same temperature as its neighbor. The two FBGs will be in the same fiber-optic and will provide two different Bragg reflections, one dependent on strain and temperature and the other dependent only on temperature for compensation.
For outdoor and practical current measurements, when using magnetooptical transducers based on FBG elongation, a feasible demodulation scheme for AC measurements is required. In this sense, a demodulation setup based on the Fabry-Perot interferometry was used to investigate the sensor response, also proving that the fixed filter technique, which uses two FBGs, is suitable to be employed in current measurement systems. Even so, the rectified output characteristic of magnetostrictive transducers was observed.
The development stages of a complete transducer system include the use of greater DC currents to investigate the saturation region of the materials, and the modeling of the response of the transducers when submitted to different mechanical stresses and magnetic biases in order to determine an optimized sensor setup for both DC and AC current measurements. Additionally, an outdoor appropriate scheme for demodulation using the fixed filter technique will be implemented.
Also, an inexpensive and simple single-point optical temperature measurement section is presented. Computational simulations, based on actual FBG data, show that the system optical power response varies linearly with temperature, a result confirmed during the experiments. The developed system also shows good results in terms of hysteresis and repeatability, when the filter FBG is maintained in a stable environment. Future works include a measurement uncertainty study and the implementation of an even more robust optical system (substituting the power meter by a photodetector and a transimpedance amplifier). Moreover, the measured temperature data can be used to compensate thermal effects influencing the current measured values acquired by the magnetooptical sensor head.
The final goal is the development of an all-optical measurement system, which could be a more compact and less expensive alternative to some already discussed systems, for instance, the one presented in [2] . In this specific case, most of the electronics located in harsh environments could be replaced.
